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 IMPROX MFT 
ImproX (MfT) Multi-function Terminal                                                               

INSTALLATION MANUAL 

SPECIFICATIONS 

Working Environment 

Aluminium Extruded Cabinet .....  

 (XEA931) 

Designed to work in an indoor (dry) 
environment similar to IP40.  The Terminal is 
not sealed against water. 

Power Supply Combo .................  

 (IPS930) 

Designed to work in an indoor (dry) 
environment similar to IP20.  The Power 
Supply Combo is not sealed against water. 

Power 

Aluminium Extruded Cabinet (XEA931) 

Input Voltage ................................  10 V DC to 30 V DC. 

Power Requirements Current (mA) Power (W) 

 Minimum Supply Voltage      
10 V DC .................................  250 2.5 

 Maximum Supply Voltage     
30 V DC .................................  83 2.5 

Power Supply Combo (IPS930) 

Power Input  

 Input Voltage  .........................  85 V AC to 265 V AC at 50/60 Hz. 

Power Output  

 Output Voltage .......................                    
 (Mains Power On) 

13.8 V DC ±0.3 V DC. 
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Power Output (Continued)  

 Output Current ................  2 A continuous (Power Output Terminals). 

 NOTE: The Power Supply Combo includes 
a 3 A Switch Mode Power Supply 
which provides two outputs, both 
with a voltage of 13.8 V DC. The 
combined current supply from both 
outputs may not exceed 2 A.  The 
remaining 1 A is used for battery 
charging and system requirements. 

System Battery  

 Battery Type ...........................  12 V 7 Ahr (Max) Sealed Lead Acid Battery.  

 Approximate Size  

 Length ............................  151 mm (6 in) (Max). 

 Width ..............................  65 mm (3 in) (Max). 

 Height .............................  99 mm (4 in) (Max) including the terminals. 

 Charge Voltage ......................  13.8 V DC. 

The following specifications are common to all models of the ImproX MfT: 

Real Time Clock (RTC) Backup 
Battery 

 

 Battery Type ...........................  1 x 3 V, CR2032, Lithium cell Battery. 

 Battery Life .............................  2 Years with power OFF, 

5 years with Power ON,                                       
5 years Storage with Battery Tab in place. 

Reader Options 

The Third-party Port allows for connection to the following hardware:  ImproX (MDR) 
Multi-discipline Reader, ImproX (XFM) Multi-mode Remotes, Wiegand Readers, 
ImproX (IR) Infrared Receiver or the ImproX RF 4-channel UHF Receiver. The function 
is selectable via the DIP-switch (See Table 2). 

Power Output ...............................  5 V DC (± 0.1 V) at maximum 200 mA can be 
supplied to power Third-party Readers 
connected to the Port.  

 
NOTE: The Current and Power 

Specifications (above) were made 
with no load on the Third-party 
Port. 

Digital Inputs 

Type  .............................................  4 Dry-contact inputs. 

Protection Range .........................  +50 V and -50 V continuous. 
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Relays 

Relay Output ................................  3 Relays, each with NO, COM and NC 
contacts. 

Relay Contact Ratings .................  10 A at 28 V DC, 

5 A at 220 V AC, 

12 A at 120 V AC. 

General 

Status Indicator  

 Status LED .............................  Blue LED (internally visible). 

Diagnostic Indicators  

 Incoming RS485 Data ............  Flashing Green LED (internally visible). 

 Outgoing RS485 Data ............  Flashing Red LED (internally visible). 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Blank Space 
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INSTALLATION INFORMATION 

Accessories 

Find the following when unpacking the ImproX Multi-function Terminal: 

¶ An ImproX MfT housed in a Black powder-coated Aluminium extruded Cabinet.  
The Cabinet consists of a Top Cover and Base, sealed at each end with a Mild 
Steel End Plate, secured with 8 Thread Cutter Screws (M3 x 8 mm).   

¶ Or, an ImproX (MfT) Multi-function Terminal housed in a Black Mild Steel, powder-
coated Cabinet.  The Cabinet consists of a hinged Lid and a Base. 

CAUTION: DO NOT use the Metal-oxide Varistors (25 Vrms, 500 A, 77 V max 
clamping) with mains power applications. 

¶ Three Metal-Oxide Varistors, 25 Vrms, 500 A, 77 V max clamping. 

¶ A 3 V Lithium Battery (CR2032). 

¶ Four Combi Screws (No. 4 x 10 mm) (IPS930 model only). 

¶ An extra Fixed Address Label. 

General 

Remember the following when installing your ImproX MfT: 

Communications Distance 

The RS485 communications distance between the ImproX Controller and the LAST 
ImproX Terminal in a cable run, MUST NOT exceed 1 km (1 090 yd).  Achieve this by 
using good quality screened twisted 2-pair cable, earthed on one side. 

Termination Resistors for RS485 Bus Communications 

Long transmission lines or multiple ñstarò connections, may cause communication 
problems.  Placing the Termination Resistor Jumper Link (see Figure 3) in the LAST 
IMPROX MULTI-FUNCTION TERMINAL AT THE END OF THE CABLE RUN should 
solve the problem (depending on the bus). 

Antenna Reader Distance  

The ideal cable distance between the Amano MfT and its Antenna Reader ranges 
between 2 m to 16 m (7 ft to 53 ft).  Optimal performance is not guaranteed outside of 
the range.  Achieve optimal performance by using good quality screened, 3-pair twisted 
cable.  The cross-sectional area of the cable must not be less than 0.2 mm

2
        

(0.0003 in
2
).   

Ensure that your cable specifications are similar to the following:  

¶ Conductor Resistance:  < 2 ohms.  

¶ Capacitance, Core to Earth:  < 160 pF/m.  

¶ Capacitance, Core to Core:  < 100 pF/m.  

Distance between Antenna Readers from the SAME Terminal  

To avoid mutual interference, install the Antenna Readers alongside each other at least 
150 mm (6 in) apart.  
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Distance between Antenna Readers from DIFFERENT Terminals  

To avoid mutual interference, install the Antenna Readers alongside each other at least 
500 mm (20 in) apart.  

Multi-mode Remotes  

¶ The distance between the ImproX MfT and the Multi-mode Remote can be 
extended to a maximum of 10 m (33 ft) using good quality shielded multi-strand   
2-pair twisted cable.  The individual conductor cross-sectional area of the cable 
must not be less than 0.2 mm

2
 (0.0003 in

2
).      

¶ To avoid mutual interference, install the Multi-mode Remotes no closer than      
500 mm (20 in) apart. 

Wiegand Readers 

CAUTION: When implementing the 150 m (164 yd) cable distances with Impro 
Wiegand Readers use the 12 V power output option. 

¶ For maximum, data communications distance, install the Wiegand Readers no 
further than 150 m (164 yd) from the Amano MfT.  The cable individual conductor 
cross-sectional area should not be less than 0.2 mm

2
 (0.0003 in

2
).   

¶ To avoid mutual interference, install Wiegand Readers no closer than 500 mm   
(20 in) apart. 

EARTH Connection 

Connect the ImproX MfT to a good EARTH point.  Using the RS485 Port, connect the 
EARTH Lead to the ñSHDò Terminal.  Mains EARTH can be used, but electrical noise 
may exist. 

Arc Suppression 

Snubber devices are recommended for EMF Flyback and Arc Suppression when 
driving an inductive load with the Relay, see Figure 1.   

 

Figure 1:  EMF Flyback 
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Installing the Real Time Clock (RTC) and Memory Backup Battery 

CAUTION: Remove the Battery Tab for the Real Time Clock from the Battery 
Holder BEFORE powering up the ImproX MfT. 

Refer to Figure 3 for the location of the Real Time Clock Backup Battery Holder. 

First Time Use 

1. Access the ImproX MfTôs Printed Circuit Board (PCB): 

¶ Remove the Top Cover of the Aluminium Extruded Cabinet (XEA931). 

¶ Open the Lid of the Cabinet of the Power Supply Combo (IPS930). 

2. Locate the removable Battery Tab in the Real Time Clock Battery Holder.  

3. Pull the removable Battery Tab out of the Battery Holder.  

4. Re-seal the cabinet as follows:  

¶ Attaching the Top Cover of the Aluminium Extruded Cabinet (XEA931). 

¶ Closing the Lid of the Cabinet of the Power Supply Combo (IPS930). 

Replacement 

1. Access the ImproX MfTôs Printed Circuit Board (PCB): 

¶ Remove the Top Cover of the Aluminium Extruded Cabinet (XEA931). 

¶ Open the Lid of the Cabinet of the Power Supply Combo (IPS930). 

2. Remove the old 3 V, CR2032, Lithium cell Battery from the Battery Holder by 
pulling the plastic retaining clip AWAY from the Battery Holder.  The Battery Holder 
is spring-loaded and will raise the Battery out of the Holder. 

3. Slide the NEW 3 V, CR2032, Lithium cell Battery under the metal clip of the Battery 
Holder, with the "+" Terminal facing UP. 

4. Pull the plastic clip away from the Battery Holder and press the Battery firmly into 
the Battery Holder. 

5. Complete replacement by: 

¶ Attaching the Top Cover of the Aluminium Extruded Cabinet (XEA931). 

¶ Closing the Lid of the Cabinet of the Power Supply Combo (IPS930). 

Installing the Backup Battery into the Power Supply Combo (IPS930) 

1. Open the Lid of the Cabinet. 

2. Place the Battery into the Cabinet with the Battery Terminals in an upwards 
position. 

3. Connect the Red Battery Terminal Lead to the Positive Battery Terminal.  

4. Connect the Black Battery Terminal Lead to the Negative Battery Terminal.   

5. Close the Lid of the Cabinet. 

 
 
 

Blank Space 
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Mounting the Terminal 

CAUTION: Make certain that you mount the Terminal on a vibration-free 
surface. 

NOTE: Do not mount the Terminal with double-sided adhesive tape. 

Select the mounting position of the ImproX Multi-function Terminal, considering 
accessibility and routing of wires.  Secure the Terminal to the mounting surface, using 
four suitable screws and wall plugs, nuts and bolts or rivets.   

Mounting the Power Supply Combo (IPS930) 

NOTE:   During mounting, we recommend removing the Power Supply Comboôs 
Earth Strap. As indicated in Figure 4, locate and disconnect the Earth Strap 
from the Lid of the Cabinet. This allows easy removal and replacement of 
the Lid during installation.  After installation, we strongly recommend you 
reattach the Earth Strap to the Lid. 

1. Fix the Base to the wall using two of the supplied screws in the Mounting Key 
Holes. 

2. Fix the third screw in the Mounting Slot, adjusting the position of the Base if 
necessary. 

Communication Link Settings 

Communication Link Position Setting 

1. 

 

Reserved 

2. 

 

RS485 

3. 

 

Reserved 

Table 1:  Communication Link Settings 

DIP-switch Settings (for the Third-party Port) 

 

Figure 2:  Binary Details for the DIP-switch 
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  UHR900-0-1-GB-XX UHR903-0-1-GB-XX 

 
Default 

 
ImproX RF/IR 

Receiver 

 
ImproX RF 
Button 1 

 
ImproX RF 
Button 2 

Input 1 DOS #1 DOS #1 DOS #1 DOS #1 

Input 2 RTE #1 RTE #1 RTE #1 RTE #1 

Input 3 DOS #2 DOS #2 DOS #2 DOS #2 

Input 4 RTE #2 RTE #2 RTE #2 RTE #2 

A - - - - 

B - Data Line Data Line Data Line 

C - DOS #3 DOS #3 DOS #3 

D - RTE #3 RTE #3 RTE #3 

Relay 1 Reader #1 Reader #1 Reader #1 Reader #1 

Relay 2 Reader #2 Reader #2 Reader #2 Reader #2 

Relay 3 Bell Button Reader #3 Reader #3 Reader #3 

 

 UHR903-0-1-GB-XX 

 
ImproX RF 
Button 3 

 
ImproX RF 
Button 4 

 
ImproX RF 

Buttons 1 & 2 

 
ImproX RF 

Buttons 3 & 4 

Input 1 DOS #1 DOS #1 DOS #1 DOS #1 

Input 2 RTE #1 RTE #1 RTE #1 RTE #1 

Input 3 DOS #2 DOS #2 DOS #2 DOS #2 

Input 4 RTE #2 RTE #2 RTE #2 RTE #2 

A - - - - 

B Data Line Data Line Data Line Data Line 

C DOS #3 DOS #3 - - 

D RTE #3 RTE #3 - - 

Relay 1 Reader #1 Reader #1 Reader #1 Reader #1 

Relay 2 Reader #2 Reader #2 Reader #2 Reader #2 

Relay 3 Reader #3 Reader #3 Bell Button Bell Button 

 

 

 
Blank Space 

 










